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ARCHITECTURAL ABBREVIATIONS

ACS DR        ACCESS DOOR
ACS PNL ACCESS PANEL
ACST ACOUSTIC
ACT ACOUSTICAL CEILING TILE
AD AREA DRAIN
ADA AMERICANS WITH DISABILITIES
ADC AUTOMATIC DOOR CLOSER
ADH ADHESIVE
ADMIN ADMINISTRATION
ADB AUTOMATIC DOOR BOTTOM
AFC ABOVE FINISHED COUNTER
AFF ABOVE FINISHED FLOOR
AFB ABOVE FINISHED GRADE
AFS ABOVE FINISHED SLAB
ALUM ALUMINUM
AR AS REQUIRED
ASB ASBESTOS
AWT ACOUSTICAL WALL TREATMENT
BAT BATTEN
BEV BEVEL
BLKT BLANKET
BM BEAM OR BENCHMARK
BOT BOTTOM
BRG BEARING
BRG PL       BEARING PLATE
BRKT BRACKET
BTWN BETWEEN
C TO C CENTER TO CENTER
CAB CABINET
CAC CEILING ATTENUATION CLASS
CB CORNER BEAD
CBB CEMENTITIOUS BACKER BOARD
CCTV CLOSED CIRCUIT TELEVISION

CD CONSTRUCTION DOCUMENTS OR
CONTRACT DOCUMENTS

CEM CEMENT
CER CERAMIC
CFCI CONTRACTOR FURNISHED

CONTRACTOR INSTALLED
CF0I CONTRACTOR FURNISHED

OWNER INSTALLED
CFMF COLD-FORMED METAL FRAMING
CG CORNER GUARD
CHFR CHAMFER
CJ CONSTRUCTION JOINT OR

CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLG HT       CEILING HEIGHT
CMU CONCRETE MASONRY UNIT
COL COLUMN
CONC        CONCRETE
CONC FLR CONCRETE FLOOR
CONF CONFERENCE
CONT CONTINUE OR CONTINUOUS
CONTR        CONTRACTOR
CORR CORRIDOR
CPRS COMPRESSIBLE
CPT CARPET
CSWK CASEWORK
CT CERAMIC TILE
CTB CERAMIC TILE BASE
CTF CERAMIC TILE FLOOR
CTRL CONTROL

DBL DOUBLE
DC DIAPER CHANGE
DEMO DEMOLITION
DET DETAIL
DIA DIAMETER

DL DEAD LOAD
DR DOOR OR DRAIN
DR FR DOOR FRAME
DR OPNG DOOR OPENING

EA EACH
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRIC
ELEC DR OP ELECTRIC DOOR OPENER
ELEV ELEVATOR OR ELEVATION
EQ EQUAL
EQL EQUALLY SPACED
EQUIP EQUIPMENT
EQUIV EQUIVALENT
ESC ESCUTCHEON
EW EACH WAY
EWC ELECTRIC WATER COOLER
EXIST EXISTING
EXP EXPANSION OR EXPOSED
EXT EXTINGUISHER

F FEMALE
FA FIRE ALARM
FAB FABRIC
FCO FLOOR CLEANOUT
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FACE
FF&E FURNITURE, FIXTURE, & EQUIPMENT
FIN FINISH
FIN FLR       FINISH FLOOR (ELEVATION)
FIN WD       FINISH WOOD
FIXT FIXTURE
FL FLOORLINE

FLSHG FLASHING
FLR FLOOR
FLR FIN        FLOOR FINISH
FLR SK FLOOR SINK
FLUOR FIX FLUORESCENT FIXTURE
FO FINISHED OPENING
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF SLAB OR FACE OF STUD
FOW FACE OF WALL
FP FIRE PROTECTION OR FIREPROOF
FR FIRE RATING, FIRE RESISTANCE, OR FRAME
FRMG FRAMING
FRP FIBER REINFORCED POLYESTER OR

FIBER REINFORCED PLASTIC
FT FEET OR FOOT
FURG FURRING
FURN FURNISH OR FURNITURE
FV FIELD VERIFY
FWC FABRIC WALLCOVERING
GA GAGE
GALV GALVANIC OR GALVANIZED
GB GRAB BAR
GD GUARD
GDR GUARD RAIL
GL GLASS
GT GROUT
GYP BD GYPSUM BOARD

H PLAM        HIGH PRESSURE PLASTIC LAMINATE
HDR HARDWARE
HM HOLLOW METAL
HDRL HANDRAIL
HORIZ HORIZONTAL

HS HEAT-STRENGTHENED (GLASS)
OR HIGH STRENGTH

HT HEIGHT

ID INSIDE DIAMETER
INSUL INSULATION
INT INTERIOR

KPL KICKPLATE

L ANGLE
LAM GL LAMINATED GLASS
LAV LAVATORY
LD BRG LOAD-BEARING
LF LINEAR FEET (FOOT)
LINO LINOLEUM
LT GA LIGHT GAUGE
LVR LOUVER
LVT LUXURY VINYL TILE

MAX MAXIMUM
MCB METAL CORNER BEAD
MD METAL DECK
MECH RM MECHANICAL ROOM
MEL MELAMINE
MEMB MEMBRANE
MF MILL FINISH
MFR REC MANUFACTURER'S RECOMMENDATIONS
MIN MINUTE OR MINIMUM
MIRR MIRROR
MISC MISCELLANEOUS
MLDG MOLDING (MOULDING)
MLWK MILLWORK
MO MASONRY OPENING
MOPR MOP RACK
MR MOISTURE RESISTANT

MS MACHINE SCREW OR MOP SINK
MTD MOUNTED
MTL METAL
MULL MULLION
MW MICROWAVE

NC NOISE CRITERIA
NCOMBL NONCOMBUSTIBLE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NR NOISE REDUCTION
NRC NOISE REDUCTION COEFFICIENT
O/O OUT TO OUT
OA OUTSIDE AIR OR OVERALL
OC ON CENTER
OD OUTSIDE DIMENSION OR

OUTSIDE DIAMETER
OFCI OWNER FURNISHED

CONTRACTOR INSTALLED
OFOI OWNER FURNISHED

OWNER INSTALLED
OFF OFFICE
OH DR OVERHEAD (COILING) DOOR
OPP OPPOSITE

PLAM PLASTIC LAMINATE
PLAS PLASTIC
PLYWD PLYWOOD
PMTL PAINTED METAL
PNL PANEL
PR PAIR
PT PAINT
PTD PAPER TOWEL DISPENSER
PTN PARTITION
PVC POLYVINYL CHLORIDE (PLASTIC)

QA QUALITY ASSURANCE
QC QUALITY CONTROL
QTY QUANTITY
QUAL QUALITY

R RADIUS OR RISER
RB RUBBER BASE
RB HK ROBE HOOK
RBR RUBBER
RCP REFLECTED CEILING PLAN
REC RECESSED
RECPT RECEPTACLE
RECT RECTANGLE
REF REFERENCE OR REFRIGERATOR
REINF REINFORCE
REQD REQUIRED
RESIL RESILIENT
RET RETURN
REV REVISION
RM ROOM
RO ROUGH OPENING
RV ROOF VENT

SAT SUSPENDED ACOUSTICAL TILE
SCHED SCHEDULE
SCWD SOLID CORE WOOD DOOR
SF SQUARE FOOT (FEET)
SHT SHEET
SHV SHELVING
SIM SIMILAR
SLNT SEALANT
SM SHEET METAL
SMK SMOKE
SND SANITARY NAPKIN DISPENSER
SND INS SOUND INSULATION
SNDU SANITARY NAPKIN DISPOSAL UNIT

SPEC SPECIFICATION
SPKLR SPRINKLER
SQ IN SQUARE INCH
SQ YD SQUARE YARD
SS SERVICE SINK
SST STAINLESS STEEL
ST STAIRS
STRUCT STRUCTURAL
STC SOUND TRANSMISSION CLASS
STD STANDARD
STNLS STAINLESS
STOR STORAGE
SUSP CLG SUSPENDED CEILING
SV SHEET VINYL

T TREAD
T&G TONGUE AND GROOVE
TB TOWEL BAR
TD TOWEL DISPENSER
TEL TELEPHONE
THRES THRESHOLD
THRU THROUGH
TMPD GL TEMPERED GLASS
TO           TOP OF
TO FDN TOP OF FOUNDATION
TOB TOP OF BEAM
TOM TOP OF MASONRY
TOS TOP OF STEEL
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TPH TOILET PAPER HOLDER
TR TOWER RACK
TYP TYPICAL

UCD UNDERCUT DOOR
UNO UNLESS NOTED OTHERWISE
UR URINAL

UTIL UTILITY

VAR VARIES
VCT VINYL COMPOSITION TILE
VFAT VINYL FACED ACOUSITCAL TILE
VR VAPOR RETARDER
VMC VINYL WALL COVERING
VWF VINYL WALL FABRIC

W/ WITH
W/O WITHOUT
WBL WOOD BLOCKING
WC WALL COVERING OR WATER CLOSET
WC WL HNG WATER CLOSET, WALL HUNG
WD WOOD
WDW WINDOW
WFAB WALL FABRIC
WSCT WAINSCOT

X BRACE CROSS BRACE

YD YARD

GENERAL NOTES

DRAWINGS TO BE TAKEN AS PART OF A COMPLETE DOCUMENTS SET. CONTRACTOR TO CONFIRM ALL ITEMS REQUIRED TO BE
DEMOLISHED AND EXTENT OF DEMOLITION BASED UPON THE OVERALL DESIGN INTENT OF THE ENTIRE DOCUMENT SET.

VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING ANY DEMOLITION WORK TO CONFIRM ACCURACY IN DRAWINGS.  REPORT ANY
DISCREPANCIES TO ARCHITECT.  DO NOT SCALE THE  DRAWINGS.  FIELD VERIFY ALL DIMENSIONS AND EXISTING STRUCTURAL CONDITIONS.

ALL AREAS NOT INVOLVED IN THE SCOPE OF WORK FOR THIS PROJECT SHALL BE KEPT CLEAN AND FREE OF OBSTRUCTIONS AT ALL TIMES.
ERECT BARRICADES AND WARNING SIGNS TO DIVERT AND WARN PASSERS-BY OF THE CONSTRUCTION WORK.  PROVIDE DUST PROOFING
ENCLOSURES TO SEPARATE WORK AREAS FROM THE EXISTING FACILITIES.

ALL MATERIAL DEVELOPED AND ACCUMULATED DURING DEMOLITION, UNLESS OTHERWISE NOTED TO BE REUSED. SALVAGED, OR TURNED
OVER TO THE OWNER, SHALL BECOME THE PROPERTY OF THE CONTRACTORS AND RECYCLED OR DISPOSED OF OFF-SITE. REMOVAL OF
TRASH AND DEBRIS SHALL BE IN WHEELED CONTAINER THAT IS COVERED TO PREVENT AIRBORNE DUST/DIRT PARTICLES FROM
TRANSFERRING INTO EXISITING HOSPITAL ALONG THE PATH OF REMOVAL. ALL TRASH AND DEBRIS TO BE REMOVED ON A DAILY BASIS.

DURING DEMOLITION, PROVIDE PROTECTION FOR ALL EXISITING SURFACES AND CONSITIONS TO REMAIN IN PLACE DURING THE
RENOVATION WORK. SHOULD ANY DAMAGE OCCUR, PATH AND REPAIR ANY DAMAGE TO ADJACENT FINISHED TO MATCH EXISTING.

ANY DAMAGE CAUSED TO THE BUILDING OR OWNER EQUIPMENT SHALL BE REPARIED OR REPLACED BACK TO ITS ORIGINAL CONDITIONS AT
NO ADDITIONAL COST TO THE OWNER.

COVER ALL RETURN AIR GRILLS WITHIN THE AREA OF CONSTRUCTION TO PREVENT PARTICULATE MATERIAL FROM EXHAUSTING INTO
SURROUNDING SPACES.

REMOVAL OF MECHANICAL, ELECTRICAL, AND PLUMBING SHOULD BE LIMITED TO WHAT IS NECESSARY FOR SAFE REMOVAL OF THE
INDICATED WALL OR CEILING. APPRORIATE LIGHT FIXTURES SHALL BE TEMORARILY SUSPENDED TO PROVIDE ADEQUATE LIGHTING LEVELS
FOR CONSTRUCTION.

CONTRACTOR TO DEMO ALL FIXTURES, CEILING, MECHANICAL, PLUMBING AND ELECTRICAL AS REQUIRED TO COMPLETE THE SCOPE OF
WORK OUTLINED WITHIN THE CONSTRUCTION.

ANY ASBESTOS ABATEMENT TO BE CARRIED OUT BY OWNER.

REPORT ANY MISSING OR DAMAGED FIREPROOFING TO THE COR.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

MATERIALS LEGENDSYMBOLS LEGENDFIXTURE MOUNTING HEIGHT

PURPOSE:  THE PUBLIC BUILDINGS AMENDMENT ACT OF 1988, PUBLIC LAW (PUB. L.) 100-678 REQUIRES FEDERAL AGENCIES TO FOLLOW NATIONAL RECOGNIZED "MODEL" BUILDING CODES.
THE FEDERAL PARTICIPATION IN THE DEVELOPMENT AND USE OF VOLUNTARY STANDARDS, OFFICE OF MANAGEMENT AND BUDGET (OMB) CIRCULAR A-119, REQUIRES ALL EXECUTIVE
AGENCIES TO RELY ON VOLUNTARY STANDARDS, BOTH DOMESTIC AND INTERNATIONAL, WHENEVER FEASIBLE, AND TO PARTICIPATE IN VOLUNTARY STANDARD BODIES.

GENERAL:  VA HAS ADOPTED THE LATEST EDITION OF THE FOLLOWING CODES AND STANDARDS AS A MINIMUM FOR ALL PROJECTS PERFORMED IN THE MODERNIZATION, ALTERATION,
ADDITION, OR IMPROVEMENT OF ITS REAL PROPERTY AND THE CONSTRUCTION OF NEW STRUCTURES. VA DESIGN MANUALS AND MASTER SPECIFICATIONS SPECIFY OTHER CODES AND
STANDARDS THAT VA FOLLOWS ON ITS PROJECTS:

• VA DIRECTIVES, DESIGN MANUALS, MASTER SPECIFICATIONS, VA NATIONAL CAD STANDARD APPLICATION GUIDE, AND OTHER GUIDANCE ON THE TECHNICAL INFORMATION LIBRARY
(TIL) (HTTP://WWW.CFM.VA.GOV/TIL/).

• INTERNATIONAL BUILDING CODE (IBC) (ONLY WHEN SPECIFICALLY REFERENCED IN VA DESIGN DOCUMENTS, SEE NOTES BELOW)
•
• NFPA 101 LIFE SAFETY CODE (SEE NOTES BELOW)
•
• NFPA NATIONAL FIRE CODES  WITH THE EXCEPTION OF NFPA 5000 AND NFPA 900
•
• OCCUPATIONAL, SAFETY AND HEALTH ADMINISTRATION (OSHA) STANDARDS.
•
• VA SEISMIC DESIGN REQUIREMENTS, H-18-8
•
• NATIONAL ELECTRICAL CODE (NEC)
•
• INTERNATIONAL PLUMBING CODE (IPC)
•
• SAFETY CODE FOR ELEVATORS AND ESCALATORS, AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME) A 17.1.
•
• ASME BOILER AND PRESSURE VESSEL CODE
•
• ASME CODE FOR PRESSURE PIPING
•
• ARCHITECTURAL BARRIERS ACT ACCESSIBILITY STANDARDS (ABAAS) INCLUDING VA SUPPLEMENT, BARRIER FREE DESIGN GUIDE (PG-18-13)
•
• BUILDING CODE REQUIREMENTS FOR REINFORCED CONCRETE, AMERICAN CONCRETE INSTITUTE AND COMMENTARY (ACI 318)
• MANUAL OF STEEL CONSTRUCTION, LOAD AND RESISTANCE FACTOR DESIGN SPECIFICATIONS FOR STRUCTURAL STEEL BUILDINGS, AMERICAN INSTITUTE OF STEEL

CONSTRUCTION (AISC)
•
• ENERGY POLICY ACT OF 2005 (EPACT)
•
• DOE INTERIM FINAL RULE: ENERGY CONSERVATION STANDARDS FOR NEW FEDERAL, COMMERCIAL AND MULTI-FAMILY HIGH-RISE RESIDENTIAL BUILDINGS AND NEW LOW-RISE

RESIDENTIAL BUILDINGS, 10 CFR PARTS 433, 434 AND 435.
•
• FEDERAL LEADERSHIP IN HIGH PERFORMANCE AND SUSTAINABLE BUILDINGS: MEMORANDUM OF UNDERSTANDING (MOU)
•
• EXECUTIVE ORDER 13423: STRENGTHENING FEDERAL ENVIRONMENTAL, ENERGY, AND TRANSPORTATION MANAGEMENT.
•
• THE PROVISIONS FOR CONSTRUCTION AND SAFETY SIGNS.  STATED IN THE GENERAL REQUIREMENTS SECTION 01010 OF THE VA MASTER CONSTRUCTION SPECIFICATION.
•
• VENTILATION FOR ACCEPTABLE INDOOR AIR QUALITY – ASHRAE STANDARD 62.1- 2004.
•
• SAFETY STANDARD FOR REFRIGERATION SYSTEMS – ASHRAE STANDARD 15 – 2007.

LOCAL CODES: AS AN AGENCY OF THE FEDERAL GOVERNMENT, VA IS NOT SUBJECT TO LOCAL IMPOSITION OF CODE ENFORCEMENT PROCEDURES (DRAWING REVIEWS, BUILDING PERMITS,
INSPECTIONS, FEES, ETC.). VA MUST FUNCTION AS THE AUTHORITY HAVING JURISDICTION (AHJ) AND THUS HAS THE RESPONSIBILITY TO GUARD PUBLIC HEALTH AND SAFETY THROUGH
ENFORCING ITS ADOPTED CODES. HOWEVER, LOCAL AUTHORITIES SHOULD BE NOTIFIED ABOUT PLANNED PROJECTS AND GIVEN OPPORTUNITY TO REVIEW DRAWINGS PROVIDED THAT VA
DOES NOT  PAY FOR REVIEW OR INSPECTION FEES.

NOTES:

1. NFPA 101 PRIMARILY ADDRESSES LIFE SAFETY AND FIRE PROTECTION FEATURES WHILE THE IBC ADDRESSES A WIDE RANGE OF CONSIDERATIONS, INCLUDING, BUT NOT LIMITED
TO, STRUCTURAL STRENGTH, SEISMIC STABILITY, SANITATION, ADEQUATE LIGHT AND VENTILATION, AND ENERGY CONSERVATION.  VA BUILDINGS MUST MEET THE REQUIREMENTS OF NFPA
101 AND DOCUMENTS REFERENCED BY NFPA 101 IN ORDER TO COMPLY WITH THE ACCREDITATION REQUIREMENTS OF THE JOINT COMMISSION.  THEREFORE, DESIGNS SHALL COMPLY
WITH THE REQUIREMENTS OF THE LATEST EDITION OF NFPA 101 AND DOCUMENTS REFERENCED THEREIN.  DESIGN FEATURES NOT ADDRESSED BY NFPA 101 OR DOCUMENTS
REFERENCED THEREIN SHALL COMPLY WITH THE REQUIREMENTS OF THE LATEST EDITION OF THE IBC OR AS OTHERWISE ADDRESSED ABOVE IN THIS PROGRAM GUIDE.  FOR DESIGN
FEATURES THAT ARE ADDRESSED BY BOTH THE IBC AS WELL AS NFPA 101 OR A DOCUMENT REFERENCED BY NFPA 101, THE REQUIREMENTS OF NFPA 101 OR THE DOCUMENT
REFERENCED BY NFPA 101 SHALL BE USED EXCLUSIVELY (THIS APPLIES EVEN IF THE IBC REQUIREMENTS ARE DIFFERENT).

2. CONFLICTS BETWEEN NATIONALLY RECOGNIZED CODES AND STANDARDS AND VA REQUIREMENTS – SHOULD A CONFLICT EXIST BETWEEN VA REQUIREMENTS AND VA ADOPTED
NATIONALLY RECOGNIZED CODES AND STANDARDS, THE CONFLICT SHALL BE BROUGHT TO THE ATTENTION OF VA.  THE RESOLUTION OF THE CONFLICT SHALL BE MADE BY THE AUTHORITY
HAVING JURISDICTION FOR VA TO ENSURE A CONSISTENCY SYSTEM WIDE.
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NORTH ARROW
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00 DETAIL INDICATOR
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SOIL

SAND, EIFS FINISH COAT,
OR CEMENT PLASTER

BRICK

CMU

STONE
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INSULATION
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INSULATION

MINERAL WOOL SEMI RIGID
INSULATION

EXPANDED POLYSTYRENE
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RIGID INSULATION
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GYPSUM BOARD

EXTERIOR GYPSUM
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EXTERIOR
CEMENT BOARD

COATED GLASS MAT
WATER RESISTANT
GYP BD

PLYWOOD

COVER BOARD
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FLOOR MAT (FM)

LUXURY VINYL TILE (LVT)

CERAMIC TILE (CT)

CARPET TILE (CPT)

SEALED CONCRETE (SC)

RUBBER FLOOR (RF)
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SND
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GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,
functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.
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DEMOLITION KEYNOTES

SALVAGE SIGNAGE FOR RE-USE.

REMOVE EXISTING TOILET PARTITIONS

REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING
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REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

REMOVE EXISTING DOOR AND HARDWARE
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NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED
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EXIT LIGHT
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RETURN AIR GRILLE
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GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,
functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.
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DEMOLITION KEYNOTES

SALVAGE SIGNAGE FOR RE-USE.

REMOVE EXISTING TOILET PARTITIONS

REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING

REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
CONSTRUCTION.

REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

REMOVE EXISTING DOOR AND HARDWARE

1

2

3

4

5

6

7

NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED

CEILING SYMBOLS

EXIT LIGHT

2' x 2' ACT CEILING

GYP. BD. CEILING

2 X 4 LIGHT FIXTURE

RETURN AIR GRILLE

SUPPLY AIR GRILLE

EXHAUST AIR GRILLE

8" DOWNLIGHT -
RECESSED CAN

NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.

GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,
functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.
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3B 142 NEW WORK PLAN
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3B 142 RCP
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GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,
functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.

DEMOLITION KEYNOTES

SALVAGE SIGNAGE FOR RE-USE.

REMOVE EXISTING TOILET PARTITIONS

REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING

REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
CONSTRUCTION.

REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

REMOVE EXISTING DOOR AND HARDWARE

1

2

3

4

5

6

7

NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED

CEILING SYMBOLS

EXIT LIGHT

2' x 2' ACT CEILING

GYP. BD. CEILING

2 X 4 LIGHT FIXTURE

RETURN AIR GRILLE

SUPPLY AIR GRILLE

EXHAUST AIR GRILLE

8" DOWNLIGHT -
RECESSED CAN

NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.

Drawing Number

Project Number

Date

     -OF-

Project Title

Building Number

Location

Checked Drawn

Approved: Project Director

Drawing Title

Revisions Date

o
n

e
-e

ig
h

th
 in

ch
 =

 o
n
e

 f
o
o

t
o

n
e

-q
u
a

rt
e
r 

in
ch

 =
 o

n
e
 f
o

o
t

th
re

e
-e

ig
h

th
s 

in
ch

 =
 o

n
e

 f
o
o

t
o

n
e
-h

a
lf 

in
ch

 =
 o

n
e

 f
o
o

t
th

re
e
-q

u
a
rt

e
rs

 in
ch

 =
 o

n
e
 f
o

o
t

o
n

e
 in

ch
 =

 o
n

e
 f
o
o

t
o

n
e
 a

n
d
 o

n
e
-h

a
lf 

in
ch

e
s 

=
 o

n
e

 f
o
o

t
th

re
e
 in

ch
e

s 
=

 o
n
e

 f
o
o

t

6
0

0
6

2
0

6
0

2
6

4
0

0
4

0
4

8
0

4
8

1
6

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

B

A

C

D

E

FF

E

D

C

A

B

VA FORM 08-6231

Office of
Construction
and Facilities
Management

Dwg.

CONSULTANTS: ARCHITECT/ENGINEERS:

F
U

L
L

Y
 S

P
R

IN
K

L
E

R
E

D

MEP ENGINEER:

REMODEL PUBLIC
RESTROOMS

ENLARGED FLOOR PLANS
635-12-309

5/21/2015 Checker Author

A-103

01

OKLAHOMA CITY V.A.M.C.

SSC ENGINEERING
18207 Edison Avenue
St Louis, MO 63005

100% CONSTRUCTION DOCUMENTS

N

 1/4" = 1'-0"
2

5F102 & 5F104 NEW WORK PLAN

N

 1/4" = 1'-0"
1

5F102 & 5F104 DEMOLITION PLAN

N

 1/4" = 1'-0"
13

7B146 & 7B147 DEMOLITION PLAN

N

 1/4" = 1'-0"
14

7B146 & 7B147 NEW WORK PLAN

N

 1/4" = 1'-0"
10

7A167 DEMOLITION PLAN

N

 1/4" = 1'-0"
11

7A167 NEW WORK PLAN

N

 1/4" = 1'-0"
3

5F102 & 5F104 RCP

N

 1/4" = 1'-0"
12

7A167 RCP

N

 1/4" = 1'-0"
15

7B146 & 7B147 RCP

N

 1/4" = 1'-0"
5

5B138 & 5B139 NEW WORK PLAN

N

 1/4" = 1'-0"
4

5B138 & 5B139 DEMOLITION PLAN

N

 1/4" = 1'-0"
6

5B138 & 5B139 RCP

N

 1/4" = 1'-0"
7

6B 136 DEMOLITION PLAN

N

 1/4" = 1'-0"
8

6B 136 NEW WORK PLAN

N

 1/4" = 1'-0"
9

6B136 RCP

david
Snapshot



8E140

4

4

5

5

8B140

GB2

TPD

GB1

PTD2

SD

8B
14

0

3'
-6

"
1'

-0
"

6" 3'-0"

1'-6"

8"

11 / A-601

Sim

1'-7"

8B140

9A122 9A121

4
4 4

4

4

4

2 2 2 2

3

3

4

3'
-0

"

3'-0" 6" 6" 3'-0"

8'
-0

"

2'
-6

"
1'

-0
"

GB2 GB2

TPD

GB1GB1

DC

PTD3
PTD3

SD
SD

5'-6" 5'-6" 4'-9"4'-10" TPD

DOES NOT MEET 5'-0"
CLEAR PATH

DOES NOT MEET 5'-0"
CLEAR PATH

9A1219A122

1'
-0

"

1'-6" 1'-6"

8"8"

1'
-6

"

2'
-6

"

4'-9" 4'-9"

8'
-0

"

5'-0"
24

25

26

A

A

A

GB1TT

1
9
 /
 A

-6
0
1

1
9
 /
 A

-6
0
1

S
im

2'
-1

"

DC

9A1219A122

GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,
functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.

DEMOLITION KEYNOTES

SALVAGE SIGNAGE FOR RE-USE.

REMOVE EXISTING TOILET PARTITIONS

REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING

REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
CONSTRUCTION.

REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

REMOVE EXISTING DOOR AND HARDWARE
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NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED

CEILING SYMBOLS

EXIT LIGHT

2' x 2' ACT CEILING

GYP. BD. CEILING

2 X 4 LIGHT FIXTURE

RETURN AIR GRILLE
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EXHAUST AIR GRILLE

8" DOWNLIGHT -
RECESSED CAN

NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.
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A-601

01
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18207 Edison Avenue
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100% CONSTRUCTION DOCUMENTS

 1/4" = 1'-0"A-601

1 NORTH ELEVATION - BF 121
 1/4" = 1'-0"A-601

2 WEST ELEVATION - BF 121
 1/4" = 1'-0"A-601

3 SOUTH ELEVATION - BF 123
 1/4" = 1'-0"A-601

4 WEST ELEVATION - BF 123
 1/4" = 1'-0"A-601

5 WEST ELEVATION - GF 137

 1/4" = 1'-0"A-601

6 EAST ELEVATION - 1E11
 1/4" = 1'-0"A-601

7 EAST ELEVATION - 2B129
 1/4" = 1'-0"A-601

8 WEST ELEVATION - 1F 140
 1/4" = 1'-0"A-601

9 WEST ELEVATION - 2E 115
 1/4" = 1'-0"A-601

10 EAST ELEVATION - 2E 114

 1/4" = 1'-0"A-601

11 NORTH ELEVATION - 3B 142
 1/4" = 1'-0"A-601

12 SOUTH ELEVATION - 3E 113
 1/4" = 1'-0"A-601

13 EAST ELEVATION - 3E 113
 1/4" = 1'-0"A-601

14 NORTH ELEVATION - 3E 113
 1/4" = 1'-0"A-601

15 SOUTH ELEVATION - 4E 106

CT 1

P 1

CT 2

P 1P 1

CT 1

P 1

CT 2CT 1

P 1

P 1

CT 2

P 1

CT 1

P 1

CT 1

P 1

CT 1

P 1

CT 1

CTB
CTB

CTBCTB

CTB

CTB
CTB

CTB

CTB CTB

P 1

CTB

P 1

CT 2

CTB

P 1

CT 2

CTB

P 1

CT 1

CTB

P 1

CT 2

CTB

 1/4" = 1'-0"A-601

16 NORTH ELEVATION - 5F 102

P 1

CTB

 1/4" = 1'-0"A-601

17 SOUTH ELEVATION - 5F 104

P 1

CT 1

CTB

 1/4" = 1'-0"A-601

18 EAST ELEVATION - 7B 147

P 1
CT 1

CTB

 1/4" = 1'-0"A-601

19 WEST ELEVATION - 9A 121

P 1

CT 1

CTB

MIRROR

SS

PL 1 APRON

MIRROR

SS

PL 1 APRON

SS

SS

PL 1

SS

PL 1 APRON

MIRROR

SS

PL 1 APRON

PL 1 APRON

SS

MIRROR

SS

PL 1 APRON

SS

PL 1 APRON

MIRROR

SS

PL 1 APRON

MIRROR

SS

PL 1 APRON

SS

MIRROR

PL 1 APRON

MIRROR

SS

PL 1

SS

PL 1 APRON

MATCHING CT 1
BULLNOSE TRIM

GT2

MATCHING CT1
BULLNOSE TRIM GT 1

PL 1 APRON

MATCHING  CT 1
BULLNOSE TRIM

MATCHING  CT 2 BULLNOSE TRIM
MATCHING CT 1 BULLNOSE TRIM

MATCHING CT 1 BULLNOSE TRIM

MATCHING  CT 1 BULLNOSE TRIM

MATCHING CT 2 BULLNOSE TRIM MATCHING CT 1 BULLNOSE TRIM

MATCHING CT 2 BULLNOSE TRIM

CT 2

MATCHING CT 1 BULLNOSE TRIM

MATCHING CT 1 BULLNOSE TRIM

CT 1

MIRROR

GT 1

MATCHING  CT 2
BULLNOSE TRIM

GT 2

GT 2

GT 1

CT 1

MATCHING CT 1
BULLNOSE TRIM

GT 2

MATCHING
BULLNOSE TRIM

CT 2
12" X 12" TILES

GT 1

CT 2 MATCHING CT 1
BULLNOSE TRIM

MATCHING CT 1
BULLNOSE TRIM

GT 2

MATCHING CT 2
BULLNOSE TRIM

 1 1/2" = 1'-0"A-601

20 GLASS TILE DETAIL

david
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H.M. FRAME

JAMB ANCHOR

H. M. DOOR
SEALANT EA. SIDE (TYP.)

WALL TO BE IN ACCORDANCE
WITH  UL-419 1HR.

DBL. STUDS BACK TO BACK

3'-4"

2" 3'-0"

7'
-0

"
2"

7'
-2

"

3 5/8" METAL STUD TO STRUCT.
ABOVE @ 16" O.C.

ONE LAYER OF 5/8" TYPE-X GYP. BD.
(EACH SIDE) TO 6" ABOVE CEILING

DECK

2'x2' ACT SYSTEM

NOTE: 1HR WALL TO BE IN
ACCORDANCE WITH (UL-419 1HR)
HATCH IDENTIFIES NEW WALL CONSTRUCTION

6"

3 5/8" METAL STUD TO STRUCT.
ABOVE @ 16" O.C.

ONE LAYER OF 5/8" TYPE-X GYP. BD.
(ROOM SIDE) TO 6" ABOVE CEILING

DECK

2'x2' ACT SYSTEM

NOTE: 1HR WALL TO BE IN
ACCORDANCE WITH (UL-419 1HR)
HATCH IDENTIFIES NEW WALL CONSTRUCTION

6"

H.M. FRAME

H.M. DOOR

SEALANT EACH SIDE.(TYP)

WALL TO BE IN ACCORDANCE
WITH  UL-419  1HR. (SEE PARTITION TYPE)

NOTE: EXTEND GYP. BD. @ RATED DOORS (TYP.)

3 5/8" MTL. STUD
@ 16" O.C.

Horizontal, Wall-Mounted Baby Changing Station

TOILET ACCESSORY SCHEDULE

TAG QTY DESCRIPTION MANUFACTURER MOUNTING HEIGHT

DC 31 BOBRICK KB200-SS 42-1/4" A.F.F.

PTD1 7 Recessed Convertible Automatic, Universal Roll Towel Dispenser/Waste Receptacle BOBRICK B3974 42" A.F.F. TO BOTTOM OF TOWEL DISPENSER

PTD2 16 Surface Mounted Convertible Automatic, Universal Roll Towel Dispenser/Waste Receptacle BOBRICK B3979 42" A.F.F. TO BOTTOM OF TOWEL DISPENSER

PTD3 21 Semi-Recessed Convertible Paper Towel Dispenser/Waste Receptacle BOBRICK B3942 42" A.F.F. TO BOTTOM OF TOWEL DISPENSER

GB1 66 Straight Grab Bar--42" BOBRICK B5806-42 36" A.F.F. TO CENTERLINE

GB2 41 Straight Grab Bar--36" BOBRICK B5806-36 36" A.F.F. TO CENTERLINE

Surface-Mounted Multi-Roll Toilet Tissue Dispenser BOBRICK  B2888 18" AFF. TO BOTTOMTPD 52

SD Surface-Mounted Soap Dispenser BOBRICK B-2111 18" AFF. TO BOTTOM47

PLUMBING FIXTURE SCHEDULE

TYPE COUNT DESCRIPTION MANUFACTURER

ADA TOILET 18" SEAT HEIGHT

URINAL

27"X20" LAVATORY

43

 8

49

TOILET + FLUSHOMETER COMBINATION WITH HIGHLINE® FLOOR-MOUNT BOWL, 1.28 GPF MANUAL FLUSHOMETER AND STRONGHOLD® SEAT KOHLER

URINAL + FLUSHOMETER COMBINATION WITH BARDON™ WALL-MOUNT URINAL AND 0.5 GPF MANUAL FLUSHOMETER KOHLER

MORNINGSIDE™ 20" x 27" MOUNTED/CONCEALED ARM CARRIER WHEELCHAIR BATHROOM SINK WITH 11-1/2" CENTER FAUCET HOLES KOHLER
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 3" = 1'-0"A-701

1 B. (TYP) JAMB DETAIL
 3/4" = 1'-0"

DOOR TYPE (TYP)

 3/4" = 1'-0"

PARTITION TYPE - B
 3/4" = 1'-0"

PARTITION TYPE - A

 3" = 1'-0"

A. (TYP) HEAD DETAIL
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PT2

GB2

TT
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TT
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SD
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3E114
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TTGB1

GB2
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SD

PT3

PT3

4B150

DC

FLOOR FINISH LEGEND

CERAMIC TILE (CT)

FINISH NOTES
1. PROVIDE GENERAL 4" MATCHING BULLNOSE TRIM PIECE AT TOP OF ALL CERAMIC TILE WAINSCOT.
2. GROUT "GR1" FOR ALL CT 1
3. GROUT "GR2" FOR ALL CT 2
4. ALL WALLS TO BE PAINTED P1, U.N.O.
5. ALL WOOD DOORS TO MATCH EXISTING FACILITY SPECIES, CUT, STAIN & FINISH, U.N.O.
6. ALL HORIZONTAL COUNTERTOPS TO BE SS, U.N.O.
7. ALL HOLLOW METAL FRAMES TO BE PAINTED TO MATCH EXISTING FACILITY STANDARD. U.N.O.
8. ALL APRONS AT LAVATORIES TO BE PL1, U.N.O.
9. ALL GYP CEILINGS TO BE PAINTED P2 U.N.O.
10. CERAMIC TILE WAINSCOT UP TO 4' 10" A.F.F. ALL WALLS IN RESTROOMS. PAINT ABOVE. REFERENCE INTERIOR ELEVATIONS.

4A124

MATCH EXISTING FLOOR
MATERIAL IN THIS AREA TO
PROVIDE SEAMLESS TRANSITION
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N

 1/4" = 1'-0"
1

GB111 & GB113 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
2

GA134 & GA135 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
3

BF121 & BF123 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
4

GF137 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
5

1E111 & 1E112 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
6

1F140 & 1F141 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
7

2E114 & 2E115 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
9

3B146 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
8

3B 142 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
10

3E113 & 114 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
12

4B150 & 4B152 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
11

4A124 & 4A125 NEW WORK PLAN
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PTD3

4E106

SD

TPD

GB2

GB1
GB2

GB1TPD SD

PTD3

DC
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DC

PTD2

SD GB2
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DC

SD
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PTD2

19

GB2
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TPD
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DC

PTD1

SD

TPD

GB1
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TPD

GB1

PTD2

SD

GB2 GB2

TPD

GB1GB1

DC

PTD3
PTD3

SD
SD

TPD

9A1219A122

GB1TPD

FINISH NOTES
1. PROVIDE GENERAL 4" MATCHING BULLNOSE TRIM PIECE AT TOP OF ALL CERAMIC TILE WAINSCOT.
2. GROUT "GR1" FOR ALL CT 1
3. GROUT "GR2" FOR ALL CT 2
4. ALL WALLS TO BE PAINTED P1, U.N.O.
5. ALL WOOD DOORS TO MATCH EXISTING FACILITY SPECIES, CUT, STAIN & FINISH, U.N.O.
6. ALL HORIZONTAL COUNTERTOPS TO BE SS, U.N.O.
7. ALL HOLLOW METAL FRAMES TO BE PAINTED TO MATCH EXISTING FACILITY STANDARD. U.N.O.
8. ALL APRONS AT LAVATORIES TO BE PL1, U.N.O.
9. ALL GYP CEILINGS TO BE PAINTED P2 U.N.O.
10. CERAMIC TILE WAINSCOT UP TO 4' 10" A.F.F. ALL WALLS IN RESTROOMS. PAINT ABOVE. REFERENCE INTERIOR ELEVATIONS.

FLOOR FINISH LEGEND

CERAMIC TILE (CT)
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100% CONSTRUCTION DOCUMENTS

N

 1/4" = 1'-0"
1

4E106 & 107 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
4

5B138 & 5B139 FINISH FLOOR PLAN

N

 1/4" = 1'-0"
6

6B 136 FINISH FLOOR PLAN
N

 1/4" = 1'-0"
9

8B140 NEW WORK PLAN

N

 1/4" = 1'-0"
10

9A 113 & 9A114 NEW WORK PLAN

ROOM FINISH SCHEDULE

ROOM NAME FLOOR BASE

WALL FINISH

CEILING MATERIALS REMARKSNORTH EAST SOUTH WEST

1A120

1E111 CT CTB P1/CT 1 P1/CT2 P1/CT2/GT1 P1/CT2 E.T.R.

1E112 CT CTB P1/CT 1 P1/CT2 P1/CT2/GT1 P1/CT2 E.T.R.

1F140 CT CTB P1/CT2/ GT1 P1/CT2 P1/CT2 P1/CT1 E.T.R.

1F141 CT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 E.T.R.

2B129 CT CTB P1/CT2 P1/CT1/GT2 P1/CT2 P1/CT2 GYP

2E114 CT CTB P1/CT 2/GT1 P1/CT2 P1/CT2 P1/CT1 E.T.R.

2E115 CT CTB P1/CT 2/GT1 P1/CT1 P1/CT2 P1/C 2 E.T.R.

3B146 CT CTB P1/CT1 P1/CT2 P1/CT2 P1/CT2/GT1 GYP

3B 142 CT CTB P1/CT1/GT 2 P1/CT2 P1/CT2 P1/CT2 E.T.R.

3E113 CT CTB P1/CT1 P1/CT2 P1/CT2/GT1 P1/CT2 E.T.R.

3E114 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 E.T.R.

4A124 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP

4B150 CT CTB P1/CT2 P1/CT1 P1/CT2/GT1 P1/CT2 GYP

4B152 CT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP

4E106 CT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 E.T.R.

4E 107 CT CTB P1/CT2 P1/CT1 P1/CT2/GT1 P1/CT2 E.T.R.

4F103 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP

4F104 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP

4F 104

5B138 CT CTB P1/CT2 P1/CT2 P1/CT2/CT1/GT1 P1/CT2 E.T.R.

5B139 CT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 E.T.R.

5F102 CT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 E.T.R.

5F104 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/GT2 E.T.R.

6B136 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP

7A167 CT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 GYP

7B146 CT CTB P1/CT2 P1/CT1/GT2 P1/CT2 P1/CT2 GYP

7B147 CT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP

8B140 CT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 E.T.R.

9A121 CT CTB P1/CT1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP

9A122 CT CTB P1/CT2/CT1 P1/CT1/GT2 P1/CT2 P1/CT2 E.T.R.

BF121 CT CTB P1/CT1/GT1 P1/CT2 P1/CT2 P1/CT2 E.T.R.

BF123 CT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 E.T.R.

GA135 CT CTB P1/CT2 P1/CT1 P1/CT2 P1/CT2/GT1 GYP

GA 134 CT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT1 GYP

GB111 CT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP

GB113 CT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT2 GYP

GF137 CT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT1 E.T.R.
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4F103 & 4F104 - FINISH FLOOR PLAN- PHASE 2
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4F103 & 4F104 - FINISH FLOOR PLAN - PHASE 1
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7A167 NEW WORK PLAN
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7B146 & 7B147 NEW WORK PLAN
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5F102 & 5F104 NEW WORK PLAN
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